
System Operation - East Irondequoit CSD
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Cogen Power

Gas Use < 3,825 MBtu/h - Valid

High Gas Use > 3,825 MBtu/h (Max) or After 8/15/2015 - Invalid



Gas Use to Power Output - East Irondequoit CSD
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Gas Use < 3,825 MBtu/h - Valid

High Gas Use > 3,825 MBtu/h (Max) or After 8/15/2015 - Invalid

Trend Line Using Valid Data (1/1/2014 - 5/10/2015)


